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CO2  emissions  as  a  result. Much  of  this  energy  consumption  is  consumed  inefficiently  in  the 
distribution of water  to  end users  and  in  the  transport  of wastewater  to  treatment  facilities. An 
example of the inefficiency of the water distribution process is evident in the excess pressure which 







through  the use of  low‐cost micro‐hydropower  (MHP)  turbines  as a means  to  exploit  the  excess 











networks.  Compared  to  traditional  turbines,  the  lower  cost  of  PATs  arises  due  to  their  lower 
electromechanical complexity, and the absence of any mobile parts at the inflow of the machine. An 
additional feature is the diffusion of pumps in the water sector, preventing any psychological barrier 
to  their  diffusion  as  energy  production  devices.  These  peculiarities  are  important  in  the water 
distribution sector when the small power available for energy production is considered. A residual 
hydraulic head can be converted at different points of the network in order to grant optimal pressure 
values  to  end users. A PAT  is  the most  advanced  solution  to  replace pressure  reducing  valves, 















construction  seems  too  poor  to  grant  the  promised  plant  efficiency.  Finally,  no  guidelines  are 
available  for  some  crucial  phases  of  the  design,  such  as  water  system  recognition,  site  data 
acquisition, and pump selection. 
3. Resulting Solution 
In  order  to  overcome  the  barriers  to  the  diffusion  of  PAT  technology,  and  to  increase  the 
attraction of  the exploitation of PAT  technology  in different  industrial sectors,  the authors of  this 
paper are all participants in a new EU‐funded research project titled: Reducing Energy Dependency 




recovery  in  each  sector,  and work with  three  end  users‐SMPGA,  FERAGUA  and RENOVA‐  to 
demonstrate the design and installation of three micro‐hydro power plants. 

























Each  topic  is  being  investigated  within  a  corresponding  Work  Package.  The  traditional 
assessment  is  extended  by  a  number  of  actions/procedures  that  will  close  the  gap  between 
institutional, social and technological environments. In particular, guidelines and support tools will 
facilitate  the  more  technical  phases  of  the  resource  assessment  and  MHP  design.  Policy  and 









practitioners,  policy makers  and NGOs.  In  collaboration with  the  project  partners,  the WATEF 











be disseminated via  the multi‐language project website: www.redawn.eu  (Figure  3),  twitter  feed 
@REDAWNAA, as well as videos and animations via the REDAWN You‐tube channel, which can 






The key output of  the project will be  the demonstration of  the potentiality of  the REDAWN 
approach  to  the  end  users,  represented  by  SMPGA,  FERAGUA  and  RENOVA.  SMPGA  is  an 
association of water utilities operating in the French region of Normandie, distributing the drinking 
water from the springs of Granvillais and Avranchin. FERAGUA, founded in 1994, is a non‐profit 
association which gathers  Irrigation Communities  and Private  Irrigators  in Spain.  Its goal  is  the 
administration and management of irrigation water. FERAGUA represents around 300,000 hectares 
and it is the most important irrigation association in the region. RENOVA is a multinational company 
manufacturing  several  types  of  paper,  and  consuming  large  volumes  of  water  in  the  process. 
RENOVA brings to the REDAWN project the perspective of water‐intensive process industries in the 
Atlantic Area, with the potential to recover energy in their internal private water network. 
Among  the  macro‐area  technical  solutions,  the  main  results  concern  the  Energy  recovery 
resource assessment, and the Design Guidelines & Support tools. Two important aspects of these two 
deliverables have been  analyzed  so  far:  the definition of  the methodologies used  for  the  energy 
recovery resource assessment in the different sectors, and the establishment of a data base of PAT 
performance  curves.  Figure  4  shows  the  results  of  the  application  of  the  resource  assessment 





















typical crops  in  the area are orange  trees, olives, almonds, cotton, corn and vegetables crops. The 
MHP will be located close to facilities where the energy can be used, such as a pump station or offices, 
Figure 7. Based on preliminary studies of  flows and excess pressure,  there  is a great potential for 
power generation. Two alternative MHP placements are presently under analysis: the first one is near 

















approach,  involving  institutional,  social  and  technological  aspects.  Energy  recovery  resource 
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